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Adopted and Filed

Pursuant to the authority of Iowa Code sections 17A.4, 17A.7, 476.1, and 476.8 and Section 211 of
the Public Utilities Regulatory Policies Act of 1978, as amended by the Energy Policy Act of 2005, the
Utilities Board (Board) gives notice that on May 26, 2010, the Board issued an order in Docket No.
RMU-2009-0008, In re: Electric Interconnection of Distributed Generation Facilities, “Order Adopting
Rules.” The Board is adopting amendments to 199—15.8(476), 199—15.10(476), and 199—15.11(476)
and new Chapter 45. The amendments and new chapter deal with electric interconnection of distributed
generation facilities.

The genesis of this matter began on August 8, 2005, when the Energy Policy Act of 2005 (EPACT
2005) was signed into law. Among the many provisions of this federal legislation are five new federal
rate-making standards added to the Public Utility Regulatory Policies Act of 1978 (PURPA). The fifth of
these new standards (commonly referred to as Standard 15), found in Section 211 of PURPA (16 U.S.C.
2621(d)), pertains to interconnection of distributed generation facilities. Standard 15 provides that all
state utility commissions must consider and make a determination of whether to adopt the standard.
Standard 15, if adopted by the Board, would require each rate-regulated utility to interconnect any
customer’s on-site generation (i.e., distributed generation) with the utility’s local distribution facilities,
based on Institute of Electrical and Electronics Engineers, Inc. (IEEE), Standard 1547. Standard 15
also requires, among other things, the establishment of nondiscriminatory practices and procedures that
promote the best practices for interconnection of distributed generation.

The Board initiated a proceeding on July 3, 2006, to consider adopting Standard 15. After receiving
comments from inquiry participants, the Board issued an order on April 25, 2007, adopting Standard
15, in part, and inviting comments on preliminary model interconnection procedures for rate-regulated
utilities. Several participants filed comments on the model interconnection procedures. Three inquiry
participants, the Environmental Law and Policy Center representing the Distributed Generation
Coalition, MidAmerican Energy Company, and the Consumer Advocate Division of the Department of
Justice, filed supplemental comments on December 24, 2008. The three participants agreed to jointly
advocate the use of interconnection rules adopted by Illinois as a starting point for revising the Board’s
generator interconnection rules, rather than the draft model interconnection procedures promulgated by
the Board for comment on April 25, 2007, in Docket No. NOI-06-4.

The Board asked inquiry participants to comment on whether and how the Illinois interconnection
rules should be adopted for Iowa. Several participants responded in January 2009. Although not all
inquiry participants indicated their agreement with using the Illinois rules as a starting point, the Board
believed it was time to propose amendments to Chapter 15 and to propose a new Chapter 45, using the
Illinois rules as a starting point, so that the process could move forward and interconnection standards
for distributed generation facilities could be adopted on a timely basis.

Notice of Intended Action in Docket No. RMU-2009-0008 was published in IAB Vol. XXXII, No.
8 (10/07/2009), p. 948, as ARC 8201B. Written comments were received from several participants,
and an oral presentation was held on December 10, 2009. In addition, a two-day workshop to address
technical issues was held onMarch 23 and 24, 2010. A transcript of the workshop is available for review
in the Board’s Records Center. A complete summary of the oral and written comments, along with staff
recommendations, is available through the Board’s electronic filing system, which can be accessed at
http://efs.iowa.gov. This on-line document provides a complete explanation of the changes from the
noticed rules, including red-lined versions of the changes to the noticed rules. Because of the length of
this rule making, only the most significant issues and changes from the proposed rules will be addressed
here. However, the Board has considered all of the comments and issues, as described in the available
summary, which is incorporated in this action by reference.

The adopted rules apply only to PURPA qualifying facilities and alternate energy production
facilities and to rate-regulated utilities. Several participants argued that the rules should also apply to
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non-rate-regulated cooperative and municipal utilities. The jurisdictional issue is not well-settled, and
the Board will not seek to assert jurisdiction to impose interconnections standards on non-rate-regulated
utilities at this time. Those that advocate extending these interconnection standards to all utilities
could seek legislation that would end any debate over the extent of the Board’s jurisdiction over
non-rate-regulated utilities. However, if problems develop with respect to interconnections with
non-rate-regulated utilities, the Board may revisit the jurisdictional issue in a new rule making that
would seek to apply the adopted rules to non-rate-regulated utilities even in the absence of new
legislation.

The Board’s goal in the notice of inquiry and interconnection rule making is to facilitate the addition
of distributed generation at the distribution level. The adopted rules reflect this goal, for example, in the
insurance requirements. For small facilities, general liability insurance, such as a homeowner’s policy,
is sufficient. (See Appendix A; rule 199—45.14(476).) While proof of coverage must be provided,
the utility does not have to be named as an insured on the policy, a requirement that apparently creates
difficulties with some carriers. Insurance requirements increase as the project size or level of review
increases. Similarly, the application fees adopted by the Board impose minimal filing fees on the smallest
facilities, with the fees increasing as the project size or level of review increases. (See subrule 45.4(2);
Appendices referenced.)

To facilitate interconnection and provide transparency to the process, the rules provide for standard
forms that the utility must use. (See Appendices; rule 199—45.14(476) et seq.) While the utilities may
change the appearance and format of the forms by providing such things as checkboxes, the information
and specific wording contained in the standard forms must be present and each utility’s specific form
must be filed with its tariffs and, when approved, posted on the utility’s Web site.

The adopted rules provide four levels of review. (See rule 199—45.7(476) et seq.) Levels 1 through
3 provide expedited review and Level 4 involves a more in-depth process. Level 1 provides an expedited
review process for very small lab-certified generation facilities with capacities of 10 kW (i.e., 10 kVA) or
less. Level 2 provides an expedited process for lab-certified generation facilities of 2 MW (i.e., 2 MVA)
or less that seek interconnection with either a radial distribution circuit or a spot network that serves
only one customer. Level 3 provides an expedited process for lab-certified generation facilities that will
not export power onto the utility’s system and which seek interconnection with either area networks
(limited to generation facilities of 50 kVA or less) or radial distribution circuits (limited to generation
facilities of 10 MVA or less). All three expedited review levels presume the interconnection will require
no construction of additional facilities by the utility. If additional facilities are required by the utility to
accommodate the interconnection, or if the application cannot successfully complete Levels 1, 2, or 3,
the application will receive more extensive review under Level 4.

Numerous technical issues were resolved or clarified at the two-day workshop. The Board commends
all participants for their work in resolving many of these issues and facilitating future interconnections.

The Board recognizes that this is a significant rule making, both in terms of subject matter and size.
The Board intends to closely monitor the practical application of the rules and may propose amendments
if the adopted rules are not working as intended to facilitate the interconnection of distributed generation
facilities.

The Board does not find it necessary to propose a separate waiver provision in this rule making.
The Board’s general waiver provision in 199—1.3(17A,474,476,78GA,HF2206) is applicable to these
amendments.

The adopted amendments and new chapter have been revised from the noticed rules. However, the
changes have been made in response to the written and oral comments, including those at the two-day
workshop, and no additional notice is necessary prior to adopting these amendments.

These amendments are intended to implement Iowa Code sections 476.1 and 476.8 and Section 211
of the Public Utilities Regulatory Policies Act of 1978, as amended by the Energy Policy Act of 2005.

These amendments will become effective on July 21, 2010.
The following amendments are adopted.

2



ITEM 1. Amend rule 199—15.8(476) as follows:

199—15.8(476) Interconnection costs.   For purposes of this rule, “utility” means a rate-regulated
electric utility.

15.8(1) Qualifying facilities and AEP facilities shall be obligated to pay any interconnection costs,
as defined described in this chapter. These costs shall be assessed on a nondiscriminatory basis with
respect to other customers with similar load characteristics. 199—Chapter 45.

15.8(2) Utilities shall be reimbursed by qualifying facilities and AEP facilities for interconnection
costs at the time the costs are incurred. Upon petition by any party involved and for good cause shown, the
board may allow for reimbursement of costs over a reasonable period of time and upon such conditions
as the board may determine; provided, however, that no other customers of the utility shall bear any of
the costs of interconnection. Reserved.

ITEM 2. Amend rule 199—15.10(476) as follows:

199—15.10(476) Standards for interconnection, safety, and operating reliability.   For purposes of
this rule, “electric utility” or “utility” means both rate-regulated and non-rate-regulated electric utilities.

15.10(1) Acceptable standards. Qualifying The interconnection of qualifying facilities and AEP
facilities and associated interconnection equipment to an electric utility system shall meet the applicable
provisions in of the publications listed below in order to be eligible for interconnection to an electric
utility system:

a. General Requirements for Synchronous Machines, ANSI C50.10-1990.
b. IEEE Standard for Salient-Pole 50 Hz and 60 Hz, Synchronous Generators and

Generator/Motors for Hydraulic Turbine Applications Rated 5 MVA and above, IEEE C50.12-2005.
c. IEEE Standard for Cylindrical-Rotor 50 Hz and 60 Hz, Synchronous Generators Rated 10MVA

and above, IEEE C50.13-2005.
a. Standard for Interconnecting Distributed Resources with Electric Power Systems, ANSI/IEEE

Standard 1547-2003. For guidance in applying IEEE Standard 1547, the utility may refer to:
(1) IEEE Recommended Practices and Requirements for Harmonic Control in Electrical Power

Systems—IEEE Standard 519-1992; and
(2) IEC/TR3 61000-3-7 Assessment of Emission Limits for Fluctuating Loads in MV and HV

Power Systems.
d. b. Iowa Electrical Safety Code, as defined in 199—Chapter 25.
e. c. National Electrical Code, ANSI/NFPA 70-2005 2008.
f. IEEE Recommended Practices and Requirements for Harmonic Control in Electrical Power

Systems—IEEE 519-1992.
g. Standard for Interconnecting Distributed Resources with Electric Power Systems, ANSI/IEEE

1547-2003.
For those facilities which are of such design as to not be subject to the standards noted in paragraphs

15.10(1)“a” through “d,” data on the manufacturer, type of device, and output current wave form (at
full load) and output voltage wave form (at no load and at full load) shall be submitted to the utility
for review and approval prior to interconnection. A copy of the utility decision (whether approving or
disapproving), including the data specified in paragraphs 15.10(1)“a” through “d” and the exact location
of the facility, shall be filed with the board within one week of the date of the decision. The utility
decision, or its failure to decide within a reasonable time, may be appealed to the board. The appeal
shall be treated as a contested case proceeding.

15.10(2)  No change.
15.10(3) Interconnection facilities. Interconnections between qualifying facilities or AEP facilities

and electric utility systems shall be equipped with devices, as set forth below, to protect either system
from abnormalities or component failures that may occur within the facility or the electric utility system.
Inclusion of the following protective systems shall be considered as a minimum standard of accepted
good practice unless otherwise ordered by the board:
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a. The interconnection must be provided with a switch that provides a visible break or opening.
The switch must be capable of being padlocked in the open position. The utility may require the
distributed generation facility to have the capability to be isolated from the utility, either by means of
a lockable, visible-break isolation device accessible by the utility, or by means of a lockable isolation
device whose status is indicated and is accessible by the utility. If an isolation device is required
by the utility, the device shall be installed, owned, and maintained by the owner of the distributed
generation facility and located electrically between the distributed generation facility and the point
of interconnection. A draw-out type of circuit breaker accessible to the utility with a provision for
padlocking at the drawn-out position satisfies the requirement for an isolation device.

b. to d. No change.
15.10(4) Access. Both If an isolation device is required by the utility, both the operator of the

qualifying facility or AEP facility and the utility shall have access to the interconnection switch
isolation device at all times. An interconnection customer may elect to provide the utility with access
to an isolation device that is contained in a building or area that may be unoccupied and locked or not
otherwise accessible to the utility by installing a lockbox provided by the utility that allows ready access
to the isolation device. The lockbox shall be in a location determined by the utility to be accessible by
the utility. The interconnection customer shall permit the utility to affix a placard in a location of the
utility’s choosing that provides instructions to utility operating personnel for accessing the isolation
device. If the utility needs to isolate the distributed generation facility, the utility shall not be held liable
for any damages resulting from the actions necessary to isolate the generation facility.

15.10(5)  No change.
15.10(6) Emergency disconnection. In the event that an electric utility or its customers experience

problems of a type that could be caused by the presence of alternating currents or voltages with a
frequency higher than 60 Hertz, the utility shall be permitted to open and lock the interconnection
switch pending a complete investigation of the problem. Where the utility believes the condition creates
a hazard to the public or to property, the disconnection may be made without prior notice. However, the
utility shall notify the operator of the qualifying facility or AEP facility by written notice and, where
possible, verbal notice as soon as practicable after the disconnections. If the facility and the utility are
unable to agree on conditions for reconnection of the facility, a contested case proceeding to determine
the conditions for reconnection may be commenced by the facility or the utility upon filing of a petition.

ITEM 3. Rescind and reserve subrule 15.11(4).
ITEM 4. Adopt the following new 199—Chapter 45:

CHAPTER 45
ELECTRIC INTERCONNECTION OF DISTRIBUTED GENERATION FACILITIES

199—45.1(476) Definitions.   Terms defined in the Public Utility Regulatory Policies Act of 1978
(PURPA), 16 U.S.C. 2601 et seq., shall have the same meaning for purposes of these rules as they have
under PURPA, unless further defined in this chapter.

“Adverse system impact” means a negative effect that compromises the safety or reliability of the
electric distribution system or materially affects the quality of electric service provided by the utility to
other customers.

“AEP facility” means an AEP facility, as defined in 199—Chapter 15, used by an interconnection
customer to generate electricity that operates in parallel with the electric distribution system. An
AEP facility typically includes an electric generator and the interconnection equipment required to
interconnect safely with the electric distribution system or local electric power system.

“Affected system” means an electric system not owned or operated by the utility reviewing the
interconnection request that could suffer an adverse system impact from the proposed interconnection.

“Applicant”means a person (or entity) who has submitted an interconnection request to interconnect
a distributed generation facility to a utility’s electric distribution system.
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“Area network” means a type of electric distribution system served by multiple transformers
interconnected in an electrical network circuit, generally used in large, densely populated metropolitan
areas.

“Board” means the Iowa utilities board.
“Business day” means Monday through Friday, excluding state and federal holidays.
“Calendar day” means any day, including Saturdays, Sundays, and state and federal holidays.
“Certificate of completion” means the Standard Certificate of Completion in Appendix B

(199—45.15(476)) that contains information about the interconnection equipment to be used, its
installation, and local inspections.

“Commissioning test” means a test applied to a distributed generation facility by the applicant after
construction is completed to verify that the facility does not create adverse system impacts and performs
to the submitted specifications. At a minimum, the scope of the commissioning tests performed shall
include the commissioning test specified in Institute of Electrical and Electronics Engineers, Inc. (IEEE),
Standard 1547, Section 5.4 “Commissioning tests.”

“Distributed generation facility” means a qualifying facility or an AEP facility.
“Distribution upgrade”means a required addition or modification to the electric distribution system

to accommodate the interconnection of the distributed generation facility. Distribution upgrades do not
include interconnection facilities.

“Draw-out type circuit breaker”means a switching device capable of making, carrying and breaking
currents under normal and abnormal circuit conditions such as those of a short circuit. A draw-out type
circuit breaker can be physically removed from its enclosure creating a visible break in the circuit. The
draw-out type circuit breaker shall be capable of being locked in the open, drawn-out position.

“Electric distribution system”means the facilities and equipment owned and operated by the utility
and used to transmit electricity to ultimate usage points such as homes and industries from interchanges
with higher voltage transmission networks that transport bulk power over longer distances. The voltage
levels at which electric distribution systems operate differ among areas but generally operate at less than
100 kilovolts of electricity. “Electric distribution system” has the same meaning as the term “Area EPS,”
as defined in Section 3.1.6.1 of IEEE Standard 1547.

“Fault current” is the electrical current that flows through a circuit during an electrical fault
condition. A fault condition occurs when one or more electrical conductors contact ground or each
other. Types of faults include phase to ground, double-phase to ground, three-phase to ground,
phase-to-phase, and three-phase. Often, a fault current is several times larger in magnitude than the
current that normally flows through a circuit.

“IEEE Standard 1547” is the Institute of Electrical and Electronics Engineers, Inc., 3 Park Avenue,
New York, NY 10016-5997, Standard 1547 (2003) “Standard for Interconnecting Distributed Resources
with Electric Power Systems.”

“IEEE Standard 1547.1” is the IEEE Standard 1547.1 (2005) “Conformance Test Procedures for
Equipment Interconnecting Distributed Resources with Electric Power Systems.”

“Interconnection customer” means a person or entity that interconnects a distributed generation
facility to an electric distribution system.

“Interconnection equipment” means a group of components or an integrated system owned and
operated by the interconnection customer that connects an electric generator with a local electric power
system, as that term is defined in Section 3.1.6.2 of IEEE Standard 1547, or with the electric distribution
system. Interconnection equipment is all interface equipment including switchgear, protective devices,
inverters, or other interface devices. Interconnection equipment may be installed as part of an integrated
equipment package that includes a generator or other electric source.

“Interconnection facilities” means facilities and equipment required by the utility to accommodate
the interconnection of a distributed generation facility. Collectively, interconnection facilities include
all facilities and equipment between the distributed generation facility’s interconnection equipment
and the point of interconnection, including any modifications, additions, or upgrades necessary to
physically and electrically interconnect the distributed generation facility to the electric distribution
system. Interconnection facilities are sole-use facilities and do not include distribution upgrades.
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“Interconnection request” means an applicant’s request, in a form approved by the board, for
interconnection of a new distributed generation facility or to change the capacity or other operating
characteristics of an existing distributed generation facility already interconnected with the electric
distribution system.

“Interconnection study” is any study described in rule 199—45.11(476).
“Lab-certified” means a designation that the interconnection equipment meets the requirements set

forth in rule 199—45.6(476).
“Line section” is that portion of an electric distribution system connected to an interconnection

customer’s site, bounded by automatic sectionalizing devices or the end of the distribution line, or both.
“Local electric power system”means facilities that deliver electric power to a load that is contained

entirely within a single premises or group of premises. “Local electric power system” has the same
meaning as that term as defined in Section 3.1.6.2 of IEEE Standard 1547.

“Nameplate capacity” is the maximum rated output of a generator, prime mover, or other electric
power production equipment under specific conditions designated by the manufacturer and usually
indicated on a nameplate physically attached to the power production equipment.

“Nationally recognized testing laboratory” or “NRTL” means a qualified private organization that
meets the requirements of the Occupational Safety and Health Administration’s (OSHA) regulations.
See 29 CFR 1910.7 (July 31, 2000). NRTLs perform independent safety testing and product certification.
Each NRTL shall meet the requirements as set forth by OSHA in its NRTL program.

“Parallel operation” or “parallel” means a distributed generation facility that is connected
electrically to the electric distribution system for longer than 100 milliseconds.

“Point of interconnection” has the same meaning as the term “point of common coupling” defined
in Section 3.1.13 of IEEE Standard 1547.

“Primary line” means an electric distribution system line operating at greater than 600 volts.
“Qualifying facility” means a cogeneration facility or a small power production facility that is a

qualifying facility under 18 CFR Part 292, Subpart B, used by an interconnection customer to generate
electricity that operates in parallel with the electric distribution system. A qualifying facility typically
includes an electric generator and the interconnection equipment required to interconnect safely with the
electric distribution system or local electric power system.

“Radial distribution circuit”means a circuit configuration in which independent feeders branch out
radially from a common source of supply.

“Review order position” means, for each distribution circuit or line section, the order of a
completed interconnection request relative to all other pending completed interconnection requests on
that distribution circuit or line section. The review order position is established by the date that the
utility receives the completed interconnection request.

“Scoping meeting” means a meeting between representatives of the applicant and utility conducted
for the purpose of discussing interconnection issues and exchanging relevant information.

“Secondary line” means an electric distribution system line, or service line, operating at 600 volts
or less.

“Shared transformer” means a transformer that supplies secondary voltage to more than one
customer.

“Spot network” means a type of electric distribution system that uses two or more inter-tied
transformers to supply an electrical network circuit. A spot network is generally used to supply power
to a single customer or a small group of customers. “Spot network” has the same meaning as the term
“spot network” as defined in Section 4.1.4 of IEEE Standard 1547.

“Standard distributed generation interconnection agreement” means the Standard Distributed
Generation Interconnection Agreements in Appendix A (199—45.14(476)) and Appendix D
(199—45.17(476)) applicable to interconnection requests for distributed generation facilities.

“UL Standard 1741” means the standard titled “Inverters, Converters, and Controllers for Use in
Independent Power Systems,” November 7, 2005, edition, Underwriters Laboratories Inc., 333 Pfingsten
Road, Northbrook, IL 60062-2096.

“Utility” means an electric utility that is subject to rate regulation by the Iowa utilities board.
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“Witness test” for lab-certified equipment means a verification either by an on-site observation
or review of documents that the interconnection installation evaluation required by IEEE Standard
1547, Section 5.3 and the commissioning test required by IEEE Standard 1547, Section 5.4 have been
adequately performed. For interconnection equipment that has not been lab-certified, the witness test
shall also include verification of the on-site design tests as required by IEEE Standard 1547, Section 5.1
and verification of production tests required by IEEE Standard 1547, Section 5.2. All verified tests are
to be performed in accordance with the test procedures specified by IEEE Standard 1547.1.

199—45.2(476) Scope.
45.2(1) This chapter applies to utilities, and distributed generation facilities seeking to operate

in parallel with utilities, provided the facilities are not subject to the interconnection requirements of
the Federal Energy Regulatory Commission (FERC), the Midwest Independent Transmission System
Operator, Inc. (MISO), or the Mid-Continent Area Power Pool (MAPP).

45.2(2) If the nameplate capacity of the facility is greater than 10MVA, the interconnection customer
and the utility shall start with the Level 4 review process and agreements under rules 199—45.11(476),
199—45.17(476), 199—45.18(476), 199—45.19(476), and 199—45.20(476), and modify the process
and agreements as needed by mutual agreement. In addition, the interconnection customer and the utility
shall start with the technical standards under rule 199—45.3(476) and modify the standards as needed
by mutual agreement. If the interconnection customer and the utility cannot reach mutual agreement,
the interconnection customer may seek resolution through the rule 199—45.12(476) dispute process.

199—45.3(476) Technical standards.   The technical standard to be used in evaluating interconnection
requests governed by this chapter is IEEE Standard 1547, unless otherwise noted.

45.3(1) Acceptable standards. The interconnection of distributed generation facilities and
associated interconnection equipment to an electric utility system shall meet the applicable provisions
of the publications listed below:

a. Standard for Interconnecting Distributed Resources with Electric Power Systems, IEEE
Standard 1547. For guidance in applying IEEE Standard 1547, the utility may refer to:

(1) IEEE Recommended Practices and Requirements for Harmonic Control in Electrical Power
Systems—IEEE Standard 519-1992; and

(2) IEC/TR3 61000-3-7 Assessment of Emission Limits for Fluctuating Loads in MV and HV
Power Systems.

b. Iowa Electrical Safety Code, as defined in 199—Chapter 25.
c. National Electrical Code, ANSI/NFPA 70-2008.
45.3(2) Interconnection facilities.
a. The utility may require the distributed generation facility to have the capability to be isolated

from the utility, either by means of a lockable, visible-break isolation device accessible by the utility,
or by means of a lockable isolation device whose status is indicated and is accessible by the utility. If
an isolation device is required by the utility, the device shall be installed, owned, and maintained by the
owner of the distributed generation facility and located electrically between the distributed generation
facility and the point of interconnection. A draw-out type of circuit breaker accessible to the utility with
a provision for padlocking at the drawn-out position satisfies the requirement for an isolation device.

b. The interconnection shall include overcurrent devices on the facility to automatically disconnect
the facility at all currents that exceed the full-load current rating of the facility.

c. Distributed generation facilities with a design capacity of 100 kVA or less must be equipped
with automatic disconnection upon loss of electric utility-supplied voltage.

d. Those facilities that produce a terminal voltage prior to the closure of the interconnection
shall be provided with synchronism-check devices to prevent closure of the interconnection under
conditions other than a reasonable degree of synchronization between the voltages on each side of the
interconnection switch.

45.3(3) Access. If an isolation device is required by the utility, both the operator of the distributed
generation facility and the utility shall have access to the isolation device at all times. An interconnection
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customer may elect to provide the utility with access to an isolation device that is contained in a building
or area that may be unoccupied and locked or not otherwise accessible to the utility by installing a lockbox
provided by the utility that allows ready access to the isolation device. The lockbox shall be in a location
determined by the utility to be accessible by the utility. The interconnection customer shall permit the
utility to affix a placard in a location of the utility’s choosing that provides instructions to utility operating
personnel for accessing the isolation device. If the utility needs to isolate the distribution generation
facility, the utility shall not be held liable for any damages resulting from the actions necessary to isolate
the generation facility.

45.3(4) Inspections. The operator of the distributed generation facility shall adopt a program of
inspection of the generator and its appurtenances and the interconnection facilities in order to determine
necessity for replacement and repair. Representatives of the utility shall have access at all reasonable
hours to the interconnection equipment specified in subrule 45.3(2) for inspection and testing.

45.3(5) Emergency disconnection. In the event that an electric utility or its customers experience
problems of a type that could be caused by the presence of alternating currents or voltages with a
frequency higher than 60 Hertz, the utility shall be permitted to open and lock the interconnection
switch pending a complete investigation of the problem. Where the utility believes the condition creates
a hazard to the public or to property, the disconnection may be made without prior notice. However,
the utility shall notify the operator of the distributed generation facility by written notice and, where
possible, verbal notice as soon as practicable after the disconnections.

199—45.4(476) Interconnection requests.
45.4(1) Applicants seeking to interconnect a distributed generation facility shall submit an

interconnection request to the utility that owns the electric distribution system to which interconnection
is sought. Applicants shall use interconnection request forms approved by the board.

45.4(2) Utilities shall specify the fee by level that the applicant shall remit to process the
interconnection request. The fee shall be specified in the interconnection request forms. Utilities may
charge a fee by level that applicants must remit in order to process an interconnection request. The
utilities shall not charge more than the fees specified in the Standard Application Forms in Appendix A
(199—45.14(476)) and Appendix C (199—45.16(476)).

45.4(3) Interconnection requests may be submitted electronically, if agreed to by the parties.

199—45.5(476) General requirements.
45.5(1) When an interconnection request for a distributed generation facility includes multiple

energy production devices at a site for which the applicant seeks a single point of interconnection,
the interconnection request shall be evaluated on the basis of the aggregate nameplate capacity of the
multiple devices.

45.5(2) When an interconnection request is for an increase in capacity for an existing distributed
generation facility, the interconnection request shall be evaluated on the basis of the new total nameplate
capacity of the distributed generation facility.

45.5(3) The utility shall designate a point of contact and provide contact information on the utility’s
Web site. The point of contact shall be able to direct applicant questions concerning interconnection
request submissions and the interconnection request process to knowledgeable individuals within the
utility.

45.5(4) The information that the utility makes available to potential applicants can include
previously existing utility studies that help applicants understand whether it is feasible to interconnect
a distributed generation facility at a particular point on the utility’s electric distribution system.
However, the utility can refuse to provide the information to the extent that providing it violates
security requirements or confidentiality agreements, or is contrary to state or federal law. In appropriate
circumstances, the utility may require a confidentiality agreement prior to release of this information.

45.5(5) When an interconnection request is deemed complete by the utility, any modification that is
not agreed to by the utility requires submission of a new interconnection request.
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45.5(6) When an applicant is not currently a customer of the utility at the proposed site, the applicant
shall provide, upon utility request, proof of the applicant’s legal right to control the site, evidenced by
the applicant’s name on a property tax bill, deed, lease agreement or other legally binding contract.

45.5(7) To minimize the cost to interconnect multiple distributed generation facilities, the utility or
the applicant may propose a single point of interconnection for multiple distributed generation facilities
located at an interconnection customer site that is on contiguous property. If the applicant rejects the
utility’s proposal for a single point of interconnection, the applicant shall pay any additional cost to
provide a separate point of interconnection for each distributed generation facility. If the utility, without
written technical explanation, rejects the customer’s proposal for a single point of interconnection, the
utility shall pay any additional cost to provide separate points of interconnection for each distributed
generation facility.

45.5(8) Any metering required for a distributed generation interconnection shall be installed,
operated, and maintained in accordance with the utility’s metering rules filed with the board under
199—subrule 20.2(5), and inspection and testing practices adopted under rule 199—20.6(476). Any
such metering requirements shall be identified in the Standard Distributed Generation Interconnection
Agreement executed between the interconnection customer and the utility.

45.5(9) Utility requirements for monitoring and control of distributed generation facilities are
permitted only when the nameplate capacity rating is greater than 1 MVA. Monitoring and control
requirements shall be reasonable, consistent with the utility’s published requirements, and shall be
clearly identified in the interconnection agreement between the interconnection customer and the utility.
Transfer trip shall not be considered utility monitoring and control when required and installed to
protect the electric distribution system or an affected system against adverse system impacts.

45.5(10) The utility may require a witness test after the distributed generation facility is constructed.
The applicant shall provide the utility with at least 15 business days’ notice of the planned commissioning
test for the distributed generation facility. The applicant and utility shall schedule the witness test at a
mutually agreeable time. If the witness test results are not acceptable to the utility, the applicant shall
be granted 30 business days to address and resolve any deficiencies. The time period for addressing and
resolving any deficiencies may be extended upon the mutual agreement of the utility and the applicant
prior to the end of the 30 business days. An initial request for extension shall not be denied by the utility;
subsequent requests may be denied. If the applicant fails to address and resolve the deficiencies to the
utility’s satisfaction, the interconnection request shall be deemed withdrawn. Even if the utility or an
entity approved by the utility does not witness a commissioning test, the applicant remains obligated to
satisfy the interconnection test specifications and requirements set forth in IEEE Standard 1547, Section
5. The applicant shall, if requested by the utility, provide a copy of all documentation in its possession
regarding testing conducted pursuant to IEEE Standard 1547.1.

199—45.6(476) Lab-certified equipment.   An interconnection request may be eligible for expedited
interconnection review under rule 199—45.8(476), 199—45.9(476), or 199—45.10(476) (as described
in rule 199—45.7(476)) if the distributed generation facility uses interconnection equipment that is
lab-certified.

45.6(1) Interconnection equipment shall be deemed to be lab-certified if:
a. The interconnection equipment has been successfully tested in accordance with IEEE Standard

1547.1 (as appropriate for lab testing) or complies with UL Standard 1741, as demonstrated by anyNRTL
recognized by OSHA to test and certify interconnection equipment; and

b. The interconnection equipment has been labeled and is publicly listed by the NRTL at the time
of the interconnection application; and

c. The applicant’s proposed use of the interconnection equipment falls within the use or uses for
which the interconnection equipment was labeled and listed by the NRTL; and

d. The generator, other electric sources, and interface components being utilized are compatible
with the interconnection equipment and are consistent with the testing and listing specified by the NRTL
for this type of interconnection equipment.
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45.6(2) Lab-certified interconnection equipment shall not require further design testing or
production testing, as specified by IEEE Standard 1547, Sections 5.1 and 5.2, or additional
interconnection equipment modification to meet the requirements for expedited review; however,
nothing in this subrule shall preclude the need for an interconnection installation evaluation,
commissioning tests, or periodic testing as specified by IEEE Standard 1547, Sections 5.3, 5.4, and 5.5,
or for a witness test conducted by a utility.

199—45.7(476) Determining the review level.   A utility shall determine whether an interconnection
request should be processed under the Level 1, 2, 3, or 4 procedures by using the following screens.

45.7(1) A utility shall use Level 1 procedures to evaluate all interconnection requests to connect a
distributed generation facility when:

a. The applicant has filed a Level 1 application; and
b. The distributed generation facility has a nameplate capacity rating of 10 kVA or less; and
c. The distributed generation facility is inverter-based; and
d. The customer interconnection equipment proposed for the distributed generation facility is

lab-certified; and
e. No construction of facilities by the utility shall be required to accommodate the distributed

generation facility.
45.7(2) A utility shall use Level 2 procedures for evaluating interconnection requests when:
a. The applicant has filed a Level 2 application; and
b. The nameplate capacity rating is 2 MVA or less; and
c. The interconnection equipment proposed for the distributed generation facility is lab-certified;

and
d. The proposed interconnection is to a radial distribution circuit or a spot network limited to

serving one customer; and
e. No construction of facilities by the utility shall be required to accommodate the distributed

generation facility, other than minor modifications provided for in subrule 45.9(6).
45.7(3) A utility shall use Level 3 review procedures for evaluating interconnection requests to area

networks and radial distribution circuits where power will not be exported based on the following criteria.
a. For interconnection requests to the load side of an area network, the following criteria shall be

satisfied to qualify for a Level 3 expedited review:
(1) The applicant has filed a Level 3 application; and
(2) The nameplate capacity rating of the distributed generation facility is 50 kVA or less; and
(3) The proposed distributed generation facility uses a lab-certified inverter-based equipment

package; and
(4) The distributed generation facility will use reverse power relays or other protection functions

that prevent the export of power into the area network; and
(5) The aggregate of all generation on the area network does not exceed the lower of 5 percent of

an area network’s maximum load or 50 kVA; and
(6) No construction of facilities by the utility shall be required to accommodate the distributed

generation facility.
b. For interconnection requests to a radial distribution circuit, the following criteria shall be

satisfied to qualify for a Level 3 expedited review:
(1) The applicant has filed a Level 3 application; and
(2) The aggregated total of the nameplate capacity ratings of all of the generators on the circuit,

including the proposed distributed generation facility, is 10 MVA or less; and
(3) The distributed generation facility will use reverse power relays or other protection functions

that prevent power flow onto the electric distribution system; and
(4) The distributed generation facility is not served by a shared transformer; and
(5) No construction of facilities by the utility on its own system shall be required to accommodate

the distributed generation facility.
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45.7(4) A utility shall use the Level 4 study review procedures for evaluating interconnection
requests when:

a. The applicant has filed a Level 4 application; and
b. The nameplate capacity rating of the small generation facility is 10 MVA or less; and
c. Not all of the interconnection equipment or distributed generation facilities being used for the

application are lab-certified.

199—45.8(476) Level 1 expedited review.   A utility shall use the Level 1 interconnection review
procedures for an interconnection request that meet the requirements specified in subrule 45.7(1). A
utility may not impose additional requirements on Level 1 reviews that are not specifically authorized
under this rule or rule 199—45.3(476) unless the applicant agrees.

45.8(1) The utility shall evaluate the potential for adverse system impacts using the following
screens, which shall be satisfied:

a. For interconnection of a proposed distributed generation facility to a radial distribution circuit,
the total distributed generation connected to the distribution circuit, including the proposed distributed
generation facility, may not exceed 15 percent of themaximum load normally supplied by the distribution
circuit.

b. For interconnection within a spot network, the distributed generation facility must use a
minimum import relay or other protective scheme that will ensure that power imported from the utility
to the network will, during normal utility operations, remain above 1 percent of the network’s maximum
load over the past year, or will remain above a point reasonably set by the utility in good faith. At the
utility’s discretion, the requirement for minimum import relays or other protective schemes may be
waived and alternative screening criteria may be applied.

c. When a proposed distributed generation facility is to be interconnected on a single-phase shared
secondary line, the aggregate generation capacity on the shared secondary line, including the proposed
distributed generation facility, shall not exceed 20 kVA.

d. When a proposed distributed generation facility is single-phase and is to be interconnected on
a center tap neutral of a 240-volt service, its addition may not create an imbalance between the two sides
of the 240-volt service of more than 20 percent of the nameplate rating of the service transformer.

e. The utility shall not be required to construct any facilities on its own system to accommodate
the distributed generation facility’s interconnection.

45.8(2)  The Level 1 interconnection shall use the following procedures:
a. The applicant shall submit an interconnection request using the appropriate Standard

Application Form in Appendix A (199—45.14(476)) along with the Level 1 application fee.
b. Within seven business days after receipt of the interconnection request, the utility shall inform

the applicant whether the interconnection request is complete. If the request is incomplete, the utility
shall specify what information is missing and the applicant has ten business days after receiving notice
from the utility to provide the missing information or the interconnection request shall be deemed
withdrawn.

c. Within 15 business days after the utility notifies the applicant that its interconnection request is
complete, the utility shall verify whether the distributed generation facility passes all the relevant Level
1 screens.

d. If the utility determines and demonstrates that a distributed generation facility does not pass all
relevant Level 1 screens, the utility shall provide a letter to the applicant explaining the reasons that the
facility did not pass the screens.

e. Otherwise, the utility shall approve the interconnection request and provide to the applicant a
signed version of the standard “Conditional Agreement to Interconnect Distributed Generation Facility”
in Appendix A (199—45.14(476)) subject to the following conditions:

(1) The distributed generation facility has been approved by local or municipal electric code
officials with jurisdiction over the interconnection;
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(2) The Standard Certificate of Completion in Appendix B (199—45.15(476)) has been returned
to the utility. Completion of local inspections may be designated on inspection forms used by local
inspecting authorities;

(3) The witness test has either been successfully completed or waived by the utility in
accordance with Section (2)(c)(ii) of the Terms and Conditions for Interconnection in Appendix A
(199—45.14(476)); and

(4) The applicant has signed the standard “Conditional Agreement to Interconnect Distributed
Generation Facility” in Appendix A (199—45.14(476)). When an applicant does not sign the agreement
within 30 business days after receipt of the agreement from the utility, the interconnection request is
deemed withdrawn unless the applicant requests to have the deadline extended for no more than 15
business days. An initial request for extension shall not be denied by the utility, but subsequent requests
may be denied.

f. If a distributed generation facility is not approved under a Level 1 review, and the utility’s
reasons for denying Level 1 status are not subject to dispute, the applicant may submit a new
interconnection request for consideration under Level 2, Level 3, or Level 4 procedures.

199—45.9(476) Level 2 expedited review.   A utility shall use the Level 2 review procedure for
interconnection requests that meet the Level 2 criteria in subrule 45.7(2). A utility may not impose
additional requirements for Level 2 reviews that are not specifically authorized under this rule or rule
199—45.3(476) or subrule 45.5(9) unless the applicant agrees.

45.9(1)  The utility shall evaluate the potential for adverse system impacts using the following
screens, which shall be satisfied:

a. For interconnection of a proposed distributed generation facility to a radial distribution circuit,
the total distributed generation connected to the distribution circuit, including the proposed distributed
generation facility, may not exceed 15 percent of the maximum normal load normally supplied by the
distribution circuit.

b. For interconnection of a proposed distributed generation facility within a spot network, the
proposed distributed generation facility must be inverter-based and use a minimum import relay or other
protective scheme that will ensure that power imported from the utility to the network will, during normal
utility operations, remain above 1 percent of the network’s maximum load over the past year, or will
remain above a point reasonably set by the utility in good faith. At the utility’s discretion, the requirement
for minimum import relays or other protective schemes may be waived and alternative screening criteria
may be applied.

c. The proposed distributed generation facility, in aggregation with other generation on the
distribution circuit, may not contribute more than 10 percent to the distribution circuit’s maximum fault
current at the point on the primary line nearest the point of interconnection.

d. Any proposed distributed generation facility, in aggregate with other generation on the
distribution circuit, shall not cause any electric utility distribution devices to be exposed to fault
currents exceeding 90 percent of their short-circuit interrupting capability. Interconnection of a
non-inverter-based distributed generation facility may not occur under Level 2 if equipment on the
utility’s distribution circuit is already exposed to fault currents of between 90 and 100 percent of the
utility’s equipment short-circuit interrupting capability. However, if fault currents exceed 100 percent
of the utility’s equipment short-circuit interrupting capability even without the distributed generation
being interconnected, the utility shall replace the equipment at its own expense, and interconnection
may proceed under Level 2.

e. When a customer-generator facility is to be connected to 3-phase, 3-wire primary utility
distribution lines, a 3-phase or single-phase generator shall be connected phase-to-phase.

f. When a customer-generator facility is to be connected to 3-phase, 4-wire primary utility
distribution lines, a 3-phase or single-phase generator shall be connected line-to-neutral and shall be
grounded.
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g. When the proposed distributed generation facility is to be interconnected on a single-phase
shared secondary line, the aggregate generation capacity on the shared secondary line, including the
proposed distributed generation facility, may not exceed 20 kVA.

h. When a proposed distributed generation facility is single-phase and is to be interconnected on
a center tap neutral of a 240-volt service, its addition may not create an imbalance between the two sides
of the 240-volt service of more than 20 percent of the nameplate rating of the service transformer.

i. A distributed generation facility, in aggregate with other generation interconnected to the
distribution side of a substation transformer feeding the circuit where the distributed generation
facility proposes to interconnect, may not exceed 10 MVA in an area where there are transient stability
limitations to generating units located in the general electrical vicinity, as publicly posted by the
Mid-Continent Area Power Pool (MAPP), the Midwest Independent Transmission System Operator,
Inc. (MISO), or the Midwest Reliability Organization (MRO).

j. Except as permitted by additional review in subrule 45.9(6), the utility shall not be required
to construct any facilities on its own system to accommodate the distributed generation facility’s
interconnection.

45.9(2) The Level 2 interconnection shall use the following procedures:
a. The applicant submits an interconnection request using the appropriate Standard Application

Form in Appendix C (199—45.16(476)) along with the Level 2 application fee.
b. Within ten business days after receiving the interconnection request, the utility shall inform the

applicant as to whether the interconnection request is complete. If the request is incomplete, the utility
shall specify what materials are missing and the applicant has ten business days to provide the missing
information or the interconnection request shall be deemed withdrawn.

c. After an interconnection request is deemed complete, the utility shall assign a review order
position based upon the date that the interconnection request is determined to be complete. The utility
shall then inform the applicant of its review order position.

d. If, after determining that the interconnection request is complete, the utility determines that
it needs additional information to evaluate the distributed generation facility’s adverse system impact,
it shall request this information. The utility may not restart the review process or alter the applicant’s
review order position because it requires the additional information. The utility can extend the time to
finish its evaluation only to the extent of the delay required for receipt of the additional information. If
the additional information is not provided by the applicant within 15 business days, the interconnection
request shall be deemed withdrawn.

e. Within 20 business days after the utility notifies the applicant it has received a completed
interconnection request, the utility shall:

(1) Evaluate the interconnection request using the Level 2 screening criteria; and
(2) Provide the applicant with the utility’s evaluation, including a written technical explanation. If

a utility does not have a record of receipt of the interconnection request and the applicant can demonstrate
that the original interconnection request was delivered, the utility shall complete the evaluation of the
interconnection request within 20 business days after applicant’s demonstration.

45.9(3) When a utility determines that the interconnection request passes the Level 2 screening
criteria, or the utility determines that the distributed generation facility can be interconnected safely
and will not cause adverse system impacts, even if it fails one or more of the Level 2 screening criteria,
it shall provide the applicant with the Standard Distributed Generation Interconnection Agreement in
Appendix D (199—45.17(476)) within three business days of the date the utility makes its determination.

45.9(4) Within 35 business days after issuance by the utility of the Standard Distributed Generation
Interconnection Agreement, the applicant shall sign and return the agreement to the utility. If the
applicant does not sign and return the agreement within 35 business days, the interconnection request
shall be deemed withdrawn unless the applicant requests a 15-business-day extension in writing before
the end of the 35-day period. The initial request for extension may not be denied by the utility. When
the utility conducts an additional review under the provisions of subrule 45.9(6), the interconnection of
the distributed generation facility shall proceed according to milestones agreed to by the parties in the
Standard Distributed Generation Interconnection Agreement.
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45.9(5) The Standard Distributed Generation Interconnection Agreement is not final until:
a. All requirements in the agreement are satisfied;
b. The distributed generation facility is approved by the electric code officials with jurisdiction

over the interconnection;
c. The applicant provides the Standard Certificate of Completion in Appendix B

(199—45.15(476)) to the utility. Completion of local inspections may be designated on inspection
forms used by local inspecting authorities; and

d. The witness test has either been successfully completed or waived by the utility in accordance
with Article 2.1.1 of the Standard Distributed Generation Interconnection Agreement.

45.9(6) Additional review may be appropriate when a distributed generation facility fails to meet
one or more of the Level 2 screens. The utility shall offer to perform additional review to determine
whether there are minor modifications to the distributed generation facility or electric distribution system
that would enable the interconnection to be made safely and so that it will not cause adverse system
impacts. The utility shall provide the applicant with a nonbinding estimate for the costs of additional
review and the costs of minor modifications to the electric distribution system. The utility shall undertake
the additional review only after the applicant pays for the additional review. The utility shall undertake
the modifications only after the applicant pays for the modifications.

45.9(7) If the distributed generation facility is not approved under a Level 2 review, the utility shall
provide the applicant with written notification explaining its reasons for denying the interconnection
request. The applicant may submit a new interconnection request for consideration under a Level 4
interconnection review. The review order position assigned to the Level 2 interconnection request shall
be retained, provided that the request is made by the applicant within 15 business days after notification
that the current interconnection request is denied.

199—45.10(476) Level 3 expedited review.   A utility shall use the Level 3 expedited review procedure
for an interconnection request that meets the criteria in subrule 45.7(3) or 45.7(4). A utility may not
impose additional requirements for Level 3 reviews not specifically authorized under this rule or rule
199—45.3(476) unless the applicant agrees.

45.10(1)  A Level 3 interconnection shall use the following procedures:
a. The applicant shall submit an interconnection request using the appropriate Standard

Application Form in Appendix C (199—45.16(476)) along with the Level 3 application fee.
b. Within ten business days after receiving the interconnection request, the utility shall inform the

applicant as to whether the interconnection request is complete. If the request is incomplete, the utility
shall specify what materials are missing and the applicant has ten business days to provide the missing
information, or the interconnection request shall be deemed withdrawn.

c. After an interconnection request is deemed complete, the utility shall assign a review order
position to it based upon the date the interconnection request is determined to be complete. The utility
shall then inform the applicant of its review order position.

d. If, after determining that the interconnection request is complete, the utility determines that it
needs additional information to evaluate the distributed generation facility’s adverse system impact, the
utility shall request this information. The utility may not restart the review process or alter the applicant’s
review order position because it requires the additional information. The utility can extend the time to
finish its evaluation only to the extent the delay is required for receipt of the additional information. If
this additional information is not provided by the applicant within 15 business days, the interconnection
request shall be deemed withdrawn.

e. Interconnection requests meeting the requirements set forth in paragraph 45.7(3)“a” for
nonexporting distributed generation facilities interconnecting to an area network shall be presumed
to be appropriate for interconnection. The utility shall process the interconnection requests using the
following procedures:

(1) The utility shall evaluate the interconnection request under Level 2 interconnection review
procedures as set forth in subrule 45.9(1) except that the utility has 25 business days to evaluate
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the interconnection request against the screens to determine whether interconnecting the distributed
generation facility to the utility’s area network has any potential adverse system impacts.

(2) If the Level 2 screens for area networks identify potential adverse system impacts, the utility
may determine at its sole discretion that it is inappropriate for the distributed generation facility to
interconnect to the area network under Level 3 review, and the interconnection request is denied. The
applicant may submit a new interconnection request for consideration under Level 4 procedures at the
review order position assigned to the Level 3 interconnection request, if the request is made within 15
business days after notification that the current application is denied.

f. For interconnection requests that meet the requirements of paragraph 45.7(3)“b”for
nonexporting distributed generation facilities interconnecting to a radial distribution circuit, the utility
shall evaluate the interconnection request under the Level 2 expedited review in subrule 45.9(1), except
for the screen in paragraph 45.9(1)“a.”

45.10(2) For a distributed generation facility that satisfies the criteria in paragraph 45.10(1)“e” or
45.10(1)“f,” the utility shall approve the interconnection request and provide the Standard Distributed
Generation InterconnectionAgreement in AppendixD (199—45.17(476)) for the applicant to signwithin
three business days of the date the utility makes its determination.

45.10(3) Within 35 business days after issuance by the utility of the Standard Distributed Generation
Interconnection Agreement, the applicant shall complete, sign, and return the agreement to the utility.
If the applicant does not sign the agreement within 35 business days, the request shall be deemed
withdrawn, unless the applicant requests a 15-business-day extension in writing before the end of the
35-day period. An initial request for extension may not be denied by the utility. After the agreement
is signed by the parties, interconnection of the distributed generation facility shall proceed according
to any milestones agreed to by the parties in the Standard Distributed Generation Interconnection
Agreement.

45.10(4) The Standard Distributed Generation Interconnection Agreement shall not be final until:
a. All requirements in the agreement are satisfied; and
b. The distributed generation facility is approved by the electric code officials with jurisdiction

over the distributed generation facility; and
c. The applicant provides the Standard Certificate of Completion in Appendix B

(199—45.15(476)) to the utility; and
d. The witness test has either been successfully completed or waived by the utility in accordance

with Article 2.1.1 of the Standard Distributed Generation Interconnection Agreement.
45.10(5) If the distributed generation facility is not approved under a Level 3 review, the utility shall

provide the applicant with written notification explaining its reasons for denying the interconnection
request. The applicant may submit a new interconnection request for consideration under a Level 4
interconnection review. The review order position assigned to the Level 3 interconnection request shall
be retained, provided that the request is made within 15 business days after notification that the current
interconnection request is denied.

199—45.11(476) Level 4 review.   A utility shall use the following Level 4 study review procedures for
an interconnection request that meets the criteria in subrule 45.7(4).

45.11(1) The applicant submits an interconnection request using the appropriate Standard
Application Form in Appendix C (199—45.16(476)) along with the Level 4 application fee.

45.11(2) Within ten business days after receipt of an interconnection request, the utility shall notify
the applicant whether the request is complete. When the interconnection request is not complete, the
utility shall provide the applicant with a written list detailing the information required to complete the
interconnection request. The applicant has ten business days to provide the required information or
the interconnection request is considered withdrawn. The parties may agree to extend the time for
receipt of the additional information. The interconnection request is deemed complete when the required
information has been provided by the applicant, or the parties have agreed that the applicant may provide
additional information at a later time.
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45.11(3) After an interconnection request is deemed complete, the utility shall assign a review
order position to it based upon the date the interconnection request is determined to be complete. When
assigning a review order position, a utility may consider whether there are any other interconnection
projects on the same distribution circuit. If there are other interconnection projects on the same
distribution circuit, the utility may consider them together. If a utility assigns a review order position
based on the existence of interconnection projects on the same distribution circuit, the utility shall
notify the applicant of that fact when it assigns the review order position. The review order position
of an interconnection request is used to determine the cost responsibility for the facilities necessary to
accommodate the interconnection. The utility shall notify the applicant as to its position in the review
order. If the interconnection request is subsequently amended, it shall receive a new review order
position based on the date that it was amended.

45.11(4) Level 4 study review procedures. After the interconnection request has been assigned to
the review order, a Level 4 study review shall be conducted:

a. Waiver or combination of standard Level 4 study review procedures. By mutual agreement of
the parties in writing, the scoping meeting, feasibility study, system impact study, or facilities study in
paragraph 45.11(4)“b” may be waived or combined with other studies. Otherwise, the standard Level 4
study review procedures in paragraph 45.11(4)“b” shall apply.

b. Standard Level 4 study review procedures.
(1) Scoping meeting. Unless waived or combined with other studies pursuant to paragraph

45.11(4)“a,” a scoping meeting shall be held with the applicant on a mutually agreed-upon date and
time, after the utility has notified the applicant that the Level 4 interconnection request is deemed
complete, or after the applicant has requested that its interconnection request proceed under Level 4
review after failing the requirements of a Level 1, Level 2, or Level 3 review. The purpose of the
meeting is to review the interconnection request, any existing studies relevant to the interconnection
request, and the results of any Level 1, Level 2, or Level 3 screening criteria.

(2) Feasibility study. Unless waived or combined with other studies pursuant to paragraph
45.11(4)“a,” an interconnection feasibility study (subrule 45.11(5)) shall be performed.

1. The utility shall provide the applicant a copy of the Standard Interconnection Feasibility
Study Agreement in Appendix E (199—45.18(476)) or a mutually agreed-upon alternative form, plus a
description of the study and a nonbinding estimate of the cost to perform the study.

2. The utility shall provide the study agreement and information no later than 10 business days
after the following have occurred, as applicable:

● Receipt of a complete interconnection request; and
● The scoping meeting (if held).
3. If the applicant does not sign and return the study agreement with payment of the estimated

costs of the study within 15 business days, the application shall be deemed withdrawn.
(3) System impact study. Unless waived or combined with other studies pursuant to paragraph

45.11(4)“a,” an interconnection system impact study (subrule 45.11(6)) shall be performed.
1. The utility shall provide the applicant a copy of the Standard Interconnection System Impact

Study Agreement in Appendix F (199—45.19(476)) or a mutually agreed-upon alternative form, plus an
outline of the scope of the study and a nonbinding estimate of the cost to perform the study.

2. The utility shall provide the study agreement and information no later than 10 business days
after the following have occurred, as applicable:

● Receipt of a complete interconnection request;
● The scoping meeting (if held); and
● Transmittal of the interconnection feasibility study (if performed).
3. If the applicant does not sign and return the study agreement with payment of the estimated

costs of the study within 15 business days, the application shall be deemed withdrawn.
(4) Facilities study. Unless waived or combined with other studies pursuant to paragraph

45.11(4)“a,” an interconnection facilities study (subrule 45.11(7)) shall be performed.

16



1. The utility shall provide the applicant a copy of the Standard Interconnection Facilities Study
Agreement inAppendixG (199—45.20(476)) or amutually agreed-upon alternative form, plus an outline
of the scope of the study and a nonbinding estimate of the cost to perform the study.

2. The utility shall provide the study agreement and information no later than 10 business days
after the following have occurred, as applicable:

● Receipt of a complete interconnection request;
● The scoping meeting (if held);
● Transmittal of the interconnection feasibility study (if performed); and
● Transmittal of the interconnection system impact study (if performed).
3. If the applicant does not sign and return the study agreement with payment of the estimated

costs of the study within 15 business days, the application shall be deemed withdrawn.
45.11(5)  Interconnection feasibility study.
a. Unless waived or combined with other studies by agreement of the parties pursuant to paragraph

45.11(4)“a,” the interconnection feasibility study shall include any necessary analyses for the purpose
of identifying potential adverse system impacts to the utility’s electric system that would result from the
interconnection from among the following:

(1) Initial identification of any circuit breaker short circuit capability limits exceeded as a result of
the interconnection;

(2) Initial identification of any thermal overload or voltage limit violations resulting from the
interconnection; and

(3) Initial review of grounding requirements and system protection.
b. Before performing the study, the utility shall provide the applicant a description of the study

and a nonbinding estimate of the cost to perform the study.
c. If an applicant requests that the interconnection feasibility study evaluate multiple potential

points of interconnection, additional evaluations may be required. Additional evaluations shall be paid
for by the applicant.

d. An interconnection system impact study is not required when the interconnection feasibility
study concludes that there is no adverse system impact, or when the study identifies an adverse system
impact but the utility is able to identify a remedy without the need for an interconnection system impact
study.

e. Either party can require that the Standard Interconnection Feasibility Study Agreement in
Appendix E (199—45.18(476)) be used. However, if both parties agree, an alternative form can be used.

45.11(6)  Interconnection system impact study. An interconnection system impact study evaluates
the impact of the proposed interconnection on both the safety and reliability of the utility’s electric
distribution system. The study identifies and details the system impacts that interconnecting the
distributed generation facility to the utility’s electric system have if there are no system modifications.
The study focuses on the potential or actual adverse system impacts identified in the interconnection
feasibility study, including those that were identified in the scoping meeting. The study shall consider
all other distributed generation facilities that, on the date the interconnection system impact study is
commenced, are directly interconnected with the utility’s system, have a pending higher review order
position to interconnect to the electric distribution system, or have signed an interconnection agreement.

a. Unless waived or combined with other studies by agreement of the parties pursuant to paragraph
45.11(4)“a,” an interconnection system impact study shall be performed when either a potential adverse
system impact is identified in the interconnection feasibility study, or an interconnection feasibility study
has not been performed. Before performing the study, the utility shall provide the applicant an outline of
the scope of the study and a nonbinding estimate of the cost to perform the study. The interconnection
system impact study shall include any pertinent elements from among the following:

(1) A load flow study;
(2) Identification of affected systems;
(3) An analysis of equipment interrupting ratings;
(4) A protection coordination study;
(5) Voltage drop and flicker studies;
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(6) Protection and set point coordination studies;
(7) Grounding reviews; and
(8) Impact on system operation.
b. An interconnection system impact study shall consider any necessary criteria from among the

following:
(1) A short-circuit analysis;
(2) A stability analysis;
(3) Alternatives for mitigating adverse system impacts on affected systems;
(4) Voltage drop and flicker studies;
(5) Protection and set point coordination studies; and
(6) Grounding reviews.
c. The final interconnection system impact study shall provide the following:
(1) The underlying assumptions of the study;
(2) The results of the analyses;
(3) A list of any potential impediments to providing the requested interconnection service;
(4) Required distribution upgrades; and
(5) A nonbinding estimate of cost and time to construct any required distribution upgrades.
d. Either party can require that the Standard Interconnection System Impact Study Agreement in

Appendix F (199—45.19(476)) be used. However, if both parties agree, an alternative form can be used.
45.11(7)  Interconnection facilities study. Unless waived or combined with other studies by

agreement of the parties pursuant to paragraph 45.11(4)“a,” an interconnection facilities study shall be
performed as follows:

a. Before performing the study, the utility shall provide the applicant an outline of the scope of
the study and a nonbinding estimate of the cost to perform the study.

b. The interconnection facilities study shall estimate the cost of the equipment, engineering,
procurement and construction work, including overheads, needed to implement the conclusions of the
interconnection feasibility study and the interconnection system impact study. The interconnection
facilities study shall identify:

(1) The electrical switching configuration of the equipment, including transformer, switchgear,
meters and other station equipment;

(2) The nature and estimated cost of the utility’s interconnection facilities and distribution upgrades
necessary to accomplish the interconnection; and

(3) An estimate for the time required to complete the construction and installation of the
interconnection facilities and distribution upgrades.

c. The utility may agree to permit an applicant to arrange separately for a third party to design and
construct the required interconnection facilities. In such a case, when the applicant agrees to separately
arrange for design and construction, and to comply with security and confidentiality requirements, the
utility shall make all relevant information and required specifications available to the applicant to permit
the applicant to obtain an independent design and cost estimate for the facilities, which shall be built in
accordance with the utility’s specifications.

d. Upon completion of the interconnection facilities study, and after the applicant agrees to pay for
the interconnection facilities and distribution upgrades identified in the interconnection facilities study,
the utility shall provide the Standard Distributed Generation Interconnection Agreement in Appendix D
(199—45.17(476)) for the applicant to sign within three business days of the date the utility makes its
determination.

e. In the event that distribution upgrades are identified in the interconnection system impact
study that shall be added only in the event that customers with higher review order positions not yet
interconnected eventually complete and interconnect their generation facilities, the applicant may
elect to interconnect without paying the estimate for such upgrades at the time of the interconnection,
provided that the applicant pays for such upgrades prior to commencement of construction of such
upgrades to be completed by the time the customer with higher review order position is ready to
interconnect. If the applicant does not pay for such upgrades at that time, the utility shall require the
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applicant to immediately disconnect its distributed generation facility to accommodate the customer
with higher review order position.

f. Either party can require that the Standard Interconnection Facilities Study Agreement in
Appendix G (199—45.20(476)) be used. However, if both parties agree, an alternative form can be
used.

45.11(8) When a utility determines, as a result of the studies conducted under a Level 4 review, that
it is appropriate to interconnect the distributed generation facility, the utility shall provide the applicant
with the Standard Distributed Generation Interconnection Agreement in Appendix D (199—45.17(476)).
If the interconnection request is denied, the utility shall provide the applicant with a written explanation
as to its reasons for denying interconnection. If denied, the interconnection request does not retain its
position in the review order.

45.11(9) Within 30 business days after receipt of the Standard Distributed Generation
Interconnection Agreement, the applicant shall provide all necessary information required of the
applicant by the agreement, and the utility shall develop all other information required of the utility by
the agreement. After completing the agreement with the additional information, the utility will transmit
the completed agreement to the applicant. Within 30 business days after receipt of the completed
agreement, the applicant shall sign and return the completed agreement to the utility. If the applicant
does not sign and return the agreement within 30 business days after receipt, the interconnection request
shall be deemed withdrawn, unless the applicant requests in writing to have the deadline extended by no
more than 15 business days, prior to the expiration of the 30-business-day period. The initial request for
extension may not be denied by the utility. If the applicant does not sign and return the agreement after
the 15-business-day extension, the interconnection request shall be deemed withdrawn. If withdrawn,
the interconnection request does not retain its position in the review order. When construction is
required, the interconnection of the distributed generation facility shall proceed according to milestones
agreed to by the parties in the Standard Distributed Generation Interconnection Agreement.

45.11(10)  The Standard Distributed Generation Interconnection Agreement is not final until:
a. The requirements of the agreement are satisfied; and
b. The distributed generation facility is approved by electric code officials with jurisdiction over

the interconnection; and
c. The applicant provides the Standard Certificate of Completion in Appendix B

(199—45.15(476)) to the utility. Completion of local inspections may be designated on inspection
forms used by local inspecting authorities; and

d. The witness test has either been successfully completed or waived by the utility in accordance
with Article 2.1.1 of the Standard Distributed Generation Interconnection Agreement in Appendix D
(199—45.17(476)).

199—45.12(476) Disputes.
45.12(1) A party shall attempt to resolve all disputes regarding interconnection promptly and in a

good-faith manner. A party shall provide prompt written notice of the existence of the dispute, including
sufficient detail to identify the scope of the dispute, to the other party in order to attempt to resolve the
dispute in a good-faith manner.

45.12(2) An informal meeting between the parties shall be held within ten business days after
receipt of the written notice. Persons with decision-making authority from each party shall attend such
meeting. In the event said dispute involves technical issues, persons with sufficient technical expertise
and familiarity with the issue in dispute from each party shall also attend the informal meeting. If the
parties agree, such a meeting may be conducted by teleconference.

45.12(3) Subsequent to the informal meeting referred to in subrule 45.12(2), a party may seek
resolution of any disputes through the 199—Chapter 6 complaint procedures of the board. Dispute
resolution under these procedures will initially be conducted informally under rules 199—6.2(476)
through 199—6.4(476) to reach resolution with minimal cost and delay. If any party is dissatisfied with
the outcome of the informal process, the party may file a formal complaint with the board under rule
199—6.5(476).
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45.12(4) Pursuit of dispute resolution shall not affect an interconnection applicant with regard to
consideration of an interconnection request or an interconnection applicant’s position in the utility’s
interconnection review order.

199—45.13(476) Records and reports.
45.13(1) For each completed interconnection request received by the utility, the utility shall maintain

records of the following for a minimum of three years:
a. The total nameplate capacity and fuel type of the distributed generation facility;
b. The level of review received (Level 1, Level 2, Level 3, or Level 4); and
c. Whether the interconnection was approved or denied.
45.13(2) Beginning May 1, 2011, each utility shall file a nonconfidential annual report detailing the

information required in subrule 45.13(1) for the previous calendar year.
45.13(3) Each utility shall retain copies of studies it performs to determine the feasibility of, system

impacts of, or facilities required by the interconnection of any distributed generation facility. The utility
shall provide the applicant copies of any studies performed in analyzing the applicant’s interconnection
request upon applicant request. However, a utility has no obligation to provide any future applicants
any information regarding prior interconnection requests to the extent that providing the information
would violate security requirements or confidentiality agreements, or is contrary to state or federal law.
In appropriate circumstances, the utility may require a confidentiality agreement prior to release of this
information.
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199—45.14(476) Appendix A – Level 1 standard application form and distributed generation
interconnection agreement.
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199—45.15(476) Appendix B – Standard certificate of completion.
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199—45.16(476) Appendix C – Levels 2 to 4: standard application form.
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199—45.17(476) Appendix D – Levels 2 to 4: standard distributed generation interconnection
agreement.
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199—45.18(476) Appendix E – Standard interconnection feasibility study agreement.
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199—45.19(476) Appendix F – Standard interconnection system impact study agreement.

61



62



63



199—45.20(476) Appendix G – Standard interconnection facilities study agreement.
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These rules are intended to implement Iowa Code sections 476.1 and 476.8 and Section 211 of the
Public Utilities Regulatory Policies Act of 1978, as amended by the Energy Policy Act of 2005.

[Filed 5/26/10, effective 7/21/10]
[Published 6/16/10]

EDITOR’S NOTE: For replacement pages for IAC, see IAC Supplement 6/16/10.
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